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Abstract–– In this work, an analytical study has been performed 
on the Brushless Doubly Fed Machine’s (BDFM) vibration due to 
the interaction of its fundamental magnetic fields, exerting 
bending forces in the back iron. The effects of rotor eccentricity on 
exacerbating the machine’s vibration have been considered by 
assessing the stator back iron displacement function in the 
presence of rotor eccentricity. Finite element analysis is carried 
out for a 250 kW BDFM built in frame size D400 to validate the 
analytical methods. The stator back iron displacement is 
determined for an ideally-constructed machine as well as when the 
rotor has static and dynamic eccentricity. In addition, the 
prototype BDFM was tested at different operating conditions in 
order to examine its noise and vibration levels. A set of 
measurements was conducted to assess the main vibration 
component frequencies developed by the machine at different 
rotor speeds. It is shown that the main vibration components are 
created by bending set-up in the back iron, rotor eccentricity, and 
the components with time and space harmonic natures. The results 
obtained from finite element analysis and experimentally agree 
with the analytical theory of BDFM vibration. 
 
Index Terms-- Brushless Doubly Fed Machine (BDFM); 
Vibration analysis; Rotor eccentricity; Beam theory; Time 
harmonics; Space harmonics; Rotor speed ripples; Finite element 
analysis. 
I. INTRODUCTION 
HE Brushless Doubly Fed Machine (BDFM) is a variable 
speed generator or motor, which in recent years has been 
investigated as a possible replacement for the Doubly-Fed 
Induction Generator (DFIG) [1], currently used in majority of 
large wind turbines. Similar to the DFIG concept, a BDFM 
allows variable speed operation using a variable voltage, 
variable frequency (VVVF) converter rated at only a fraction 
(30-50%) of the generator rating [2], [3], but it also benefits 
from the fact that it does not require any brush gear, eliminating 
this source of failure and reducing machine maintenance, which 
is the key advantage of the machine [4]. The BDFM also shares 
with the DFIG the ability to control the reactive power flow 
through the machine. 
To date, several large BDFMs have been manufactured, for 
instance in China with a 200 kW machine [5], in Brazil with the 
design of a 75 kW machine [6], and in the UK with the largest 
BDFM ever reported. The later was designed and built in a 
frame size D400 and tested by the authors and some aspects of 
the machine’s performance were reported in [7] and [8]. 
However, to achieve successful large scale BDFMs for wind 
generation application with competitive design and 
performance specifications over its counterparts, it is essential 
to improve the machine design including the vibration and 
acoustic noise characteristics. 
The BDFM is operated with one of its windings, called the 
power winding (PW), connected directly to the 3-phase grid. 
The other winding, called the control winding (CW), may be 
either open circuited or short-circuited, thus operating similar 
to induction machines, but at two different speeds [9]. 
However, the desirable mode of operation for a BDFM is the 
‘synchronous mode’ in which the control winding is connected 
to a variable voltage variable frequency converter as shown in 
Fig. 1 [7]. The machine’s operating point is set as with a 
standard synchronous machine, but by adjusting the control 
winding frequency this operation can be at any rotor speed, 
leading to variable speed generator or drive operation [10].  
 
Fig. 1. A schematic of the wind turbine drive train with a BDFM as generator. 
The magnetic fields in an induction machine exert 
significant forces on the machine’s stator and rotor iron parts. 
Such forces can result in displacements and can be observed in 
the form of vibration and noise in the machine. In addition, 
because the BDFM has two main field components with 
different frequencies and pole numbers resulted from two stator 
windings, the vibration pattern is more complex in the BDFM 
than in the induction machine.  
The presence of rotor eccentricity further increases the iron 
displacements and hence vibration levels by essentially 
modulating the magnetic fields produced by the stator windings 
and thus introducing further harmonic components [11]. 
Similar problem has been reported for other two-field electrical 
machines, such as dual stator induction machine [12]. In this 
work, an analytical study is conducted on the BDFM’s modes 
of vibration caused by the interaction of its fundamental 
magnetic fields exerting bending forces in the back iron. The 
effects of rotor eccentricity, including both static and dynamic 
eccentricities, on exacerbating the machine’s vibration are 
taken into account. Finite element (FE) analysis was carried out 
for a large-scale BDFM built in frame size D400 to validate the 
analytical methods. The FE models were validated by the 
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experimental data obtained from flux measurements of stator 
teeth and back iron. The stator back iron displacement is then 
determined for an ideally-constructed machine as well as when 
the rotor has static and dynamic eccentricity. The prototype 
BDFM was also tested at different operating conditions in order 
to examine its noise and vibration levels. A set of measurements 
was conducted to assess the main vibration frequencies at 
different rotor speeds. 
II. PREVIOUS WORKS ON BDFM VIBRATION 
There are only few studies carried out on the vibration 
analysis of BDFMs. Logan et. al. [13] derived equations for 
vibration components magnitudes generated by the PW and 
CW magnetic fields as functions of air-gap flux density, pole 
numbers and machine dimensions. In that study however, the 
effects of field harmonics and eccentricity were neglected. Abdi 
et. al. in [14] proposed a new parallel winding design for the 
stator PW and CW to mitigate the vibration level in the presence 
of rotor eccentricity. Analytical and experimental analysis of 
the BDFM vibration were performed in [15] noting that the 
vibration amplitude may be decreased if special attention is 
given to the choice of loops number in the rotor cage, number 
of power and control windings poles and careful design of the 
stator core. Dorrell et. al. in [16] proposed a number of rotor 
designs with suitable stator pole pair combinations in order to 
improve the BDFM design by reducing the unbalanced 
magnetic pull (UMP). 
In order to minimise the magnetising currents in induction 
type machines, it is essential to construct the machine with 
shortest practical air gap. However, these induction machines 
experience strong magnetic fields across the air gap, which can 
cause considerable forces exerted on the iron parts of the 
machine. These can ultimately lead to time-varying 
displacements on the machine’s surface and hence transmit 
noise to the surrounding air.  
The UMP is an undesirable characteristic in dual stator 
machines by which vibrations and acoustic noise can be 
produced. It was shown in [16] that UMP occurs when the stator 
windings pole-pair numbers differ by one, so this vibration 
source can be avoided by careful stator winding design. 
However, it was shown in [11, 14] that another source of 
vibration known as ‘bending set-up in the back iron’ occurs in 
all BDFMs irrespective of pole-pair number combinations 
causing displacements of stator back iron and leading to 
bending mode vibration in the machine. 
It was shown in [13] that the dominant term in the 
calculation of displacements in a BDFM is related to the 
difference of stator pole pair numbers p1-p2 and angular 
frequencies ω1-ω2. This term essentially represents the 
existence of two fundamental field components in the machine 
generated by stator windings with different frequencies and 
pole numbers. It was also shown that the vibration component 
with angular frequency ω1-ω2 has the greatest contribution in 
the vibration of an ideally constructed BDFM. 
As with the induction machine, the eccentricity of the rotor 
further modulates the field patterns, and therefore increases 
vibration and noise levels in the machine [17]; however, these 
effects are not straightforward to precisely determine through 
analytical calculations. Nevertheless, it will be shown in this 
paper that in BDFMs with static and dynamic eccentricities, 
vibration components at angular frequencies of ωr, ω1-ω2 and 
ω1-ω2±ωr are developed. The effects of eccentricity in the 
vibration spectrum are also discussed in section III. 
There are other important factors that can contribute to the 
vibration and noise in the BDFM, such as the presence of time 
harmonics in stator and rotor winding currents, air gap magnetic 
field space harmonics, and the dynamics of the mechanical 
system (including natural frequencies of various components). 
These effects are present in the experimental results shown in 
section V, but their analytical investigation is outside the scope 
of this paper. 
III. MAGNETIC FORCES AND RESULTING DISPLACEMENTS 
A.  Perfectly constructed BDFM: 
As mentioned in Section II, vibration caused by bending set-
up in the back iron is occurred in BDFMs irrespective of pole 
pair number combinations causing stator back iron 
displacement and leading to bending mode vibration in the 
BDFM. 
The magnetic field in a BDFM air gap comprises two 
fundamental field components, one with 2p1 poles and the mean 
absolute flux density of 𝐵"! rotating at ω1 rad/s, and another with 
2p2 poles and 𝐵"" flux density rotating at ω2. The net flux density 
is essentially the superposition of the above two field 
components and can be expressed as a function of time and 
space angle [18]: 
 𝐵(𝜃, 𝑡) = !" [𝐵)# cos(𝑝#𝜃 + 𝜔#𝑡 + 𝜙#) + 𝐵)" cos(𝑝"𝜃 + 𝜔"𝑡 +𝜙")]  (1) 
 
where 𝜔! and 𝜔" are the frequencies of the two stator supplies, 
and 𝜙! and 𝜙" are phase angles. In (1) any harmonic field 
components generated by saturation, rotor structure, slotting, 
and rotor eccentricity are ignored. 
In [13] a theoretical analysis of vibration patterns in the 
BDFM was proposed using beam theory as described for the 
induction machine by, for example, Alger [19]. Generally, this 
assumes that transverse deflections dominate shear deflections 
and that the underlying longitudinal strains are small, so that 
changes in curvature can be directly related to the bending 
moment on a given cross-section in a linear fashion [13]. Using 
this method, the forces exerted by the magnetic field are 
calculated and the resulting displacement of the iron is 
determined from the procedure illustrated in Fig. 2. The 
magnitudes of the main vibration components as function of the 
machine dimensions and pole numbers can then be obtained. 
The algebraic expression of vibration components gives an 
insight on how they may be changed to reduce vibration during 
the design of BDFMs and therefore having an analytical 
expression of the vibration pattern is important for the BDFM 
design optimisation. 
Based on the above approach, the resulting displacement in 
the stator back iron from the exerted magnetic force produced 
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by the air gap magnetic field of (1) can be calculated as [14]: 
 
Fig. 2. A block diagram showing how stator back iron deflection is obtained 
using air gap flux density waveform [13]. 
 𝑣(𝜃, 𝑡) = −𝐾$ 5 #(("&!)"(#)"𝐵)#" cos(2𝑝#𝜃 + 2𝜔#𝑡 + 2𝜙#) +#(("&")"(#)"𝐵)"" cos(2𝑝"𝜃 + 2𝜔"𝑡 + 2𝜙") +"((&!(&")"(#)"𝐵)#𝐵)" cos((𝑝# − 𝑝")𝜃 + (𝜔# −𝜔")𝑡 +(𝜙#−𝜙")) + "((&!)&")"(#)"𝐵)#𝐵)" cos((𝑝# + 𝑝")𝜃 + (𝜔# +𝜔")𝑡 + (𝜙#+𝜙"))	8  
(2) 
 
Kv is dependent on material properties and machine 
geometry and expressed as [13]: 𝐾$ = 3𝐷*𝐷+,𝜋"64𝐸-.𝜇/𝑦+, (3) 
 
where 𝐷# is the air gap diameter, 𝐷$ is the median diameter of 
the stator back iron, 𝑦$ is the back iron depth and 𝐸%& is the 
Young’s modulus of the material. Hence, 𝐾' is constant for a 
particular BDFM. The full derivation of (2) can be found in 
[13]. Equation (2) comprises four terms, the first two of which 
are single field components, as would be expected in an 
induction machine. The latter two terms are dependent on the 
difference and sum of the pole pairs, respectively. Since each 
term is inversely proportional to the fourth power of the pole 
pairs, the term that includes the difference of pole pairs, i.e. the 
third term with angular frequency of 𝜔! −𝜔", can become 
relatively large in BDFMs with a small difference between 
power and control winding pole pairs. This will be investigated 
experimentally in Section V. 
B.  BDFM with rotor eccentricity: 
The previous section showed that a perfectly constructed 
BDFM experiences vibration modes in addition to those that 
would appear in an equivalent induction machine because of the 
interaction between two stator fields. In this section, the effect 
of rotor eccentricity is studied as a source of noise and vibration. 
Rotor and stator eccentricity can essentially introduce 
additional components of flux with different pole numbers from 
those of the windings. Two types of eccentricity are considered 
in this analysis: static eccentricity where the central axes of the 
stator bore and the rotor shaft are offset, and dynamic 
eccentricity where the centre axis of rotor lamination stack is 
offset from the centre axis of rotor shaft. The air gap length as 
a result of eccentricity is:  𝑔(𝜃, 𝑡) = 𝑔/ − 𝑔0 cos(𝜃 + 𝜙0) − 𝑔1 cos(𝜃 + 𝜔2𝑡 + 𝜙1)  (4) 
where g0 is the average air gap length, gs and gd are the 
amplitude of the static and dynamic eccentricity components 
respectively, and 𝜔( is the rotor angular velocity. ϕs and ϕd are 
arbitrary angles relative to the stator reference axis. The 
magnetic flux density in the air gap as a result of the surface 
magnetizing current density Jm (q,t) may be derived from the 
Ampere’s law as: 𝐵(𝜃, 𝑡) = 𝜇/𝑔(#(𝜃, 𝑡) 3#" ∫ 𝐽.(𝜃, 𝑡)𝑑𝜃  (5) 
 
where the MMF drops across the iron parts of the magnetic path 
are neglected. The inverse of air gap function in (4) can be 
expressed using Fourier series as: 
 𝑔(#(𝜃, 𝑡) = 𝑔/(# + 𝑔0#(# cos(𝜃 + 𝜙0#) + 𝑔1#(# cos(𝜃 + 𝜔2𝑡 +𝜙1#) +⋯ =𝑔/(#[1 + 𝑑0# cos(𝜃 + 𝜙0#) + 𝑑1# cos(𝜃 + 𝜔2𝑡 +𝜙1#) +⋯]  (6) 
 
where 𝑑)! and 𝑑*! are the static and dynamic eccentricity 
coefficients, respectively. Given these coefficients are 
generally very small, ds1 and dd1 may be approximated to gs/g0 
and gd/g0, respectively [20].  
The BDFM magnetizing current density contains p1 pole pair 
PW and p2 pole pair CW components: 
 𝐽.(𝜃, 𝑡) = 𝐽G.# cos(𝑝#𝜃 + 𝜔#𝑡 + 𝜙#) + 𝐽G." cos(𝑝"𝜃 + 𝜔"𝑡 +𝜙")  (7) 
 
After substituting (6) and (7) into (5), the components of the 
flux are shown in Table I, where 
 𝐵)4 = 𝐷*𝜋 𝑔/(#𝜇/𝑝4 𝐽G.4 (8) 
Consequently, the displacement function of the stator back 
iron in the presence of rotor eccentricity can be derived from 
the procedure described in Fig. 2. Essentially, the exerted 
magnetic force produced by the air gap magnetic field 
components of (8) can be obtained from a series of integrations 
in order to derive the resultant back iron displacement. The 
displacement components that arise are summarized in Table II, 
neglecting those containing the product of two or more 
eccentricity coefficients (e.g. ds1.ds2), which are relatively 
smaller than other terms. The magnitudes of displacement 
components given in Table II include the constant Kv given in 
(3). The first four components given in rows 1-4 in Table II are 
also present in the analysis of displacements for a perfectly 
constructed BDFM given in (2). The remaining components (5-
24 in Table II) are created from eccentricities. As previously 
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noted, the displacement terms have magnitudes inversely 
proportional to the fourth power of the pole-pairs and thus it is 
those with low number of pole pairs that make significant 
contribution in the machine vibration. 
 
TABLE I 
AIR GAP MAGNETIC FLUX DENSITY COMPONENTS IN THE PRESENCE OF ROTOR 
ECCENTRICITY 
i Magnitude Pole-pairs Frequency Phase 
1  P1
 
ω1 ϕ1 
2  P2 ω2 ϕ2 
3  P1 – 1 ω1 ϕ1 – ϕs1 
4  P1 + 1 ω1 ϕ1 + ϕs1 
5  P2 – 1 ω2 ϕ2 – ϕs1 
6  P2 + 1 ω2 ϕ2 + ϕs1 
7  P1 – 1 ω1 – ωr ϕ1 – ϕd1 
8  P1 + 1 ω1  + ωr ϕ1 + ϕd1 
9  P2 – 1 ω2  – ωr ϕ2 – ϕd1 
10  P1 + 1 ω2  + ωr ϕ2 + ϕd1 
 
In a 2/4 pole pair machine, as for the D400 BDFM, there are 
six components with a single pole pair waveform (i.e. comps. 
5, 6, 12, 15, 16 and 22 in Table II) in addition to the main 
displacement component present in the ideal machine analysis 
(comp. 3 in Table II), that together give the following 
approximation for the back iron displacement: 𝑣(𝜃, 𝑡) = 2𝐾5 H𝐵)#𝐵)" cosI𝜃 + (𝜔# −𝜔")𝑡 + (𝜙# −𝜙")J+ 𝑑0#(𝐵)#" +𝐵)"")𝑐𝑜𝑠(𝜃 + 𝜙0#)+ 𝑑0#16 𝐵)#𝐵)" cosI2𝜃 + (𝜔# −𝜔")𝑡 + (𝜙# −𝜙" +𝜙0#)J+ 𝑑1#(𝐵)#" +𝐵)"")𝑐𝑜𝑠(𝜃 + 𝜔2𝑡 + 𝜙1#)+ 𝑑1#16 𝐵)#𝐵)" cosI2𝜃 + (𝜔# −𝜔" +𝜔2)𝑡+ (𝜙# −𝜙" +𝜙1#)JN 
(9) 
TABLE II 
DISPLACEMENTS COMPONENTS IN THE PRESENCE OF ROTOR ECCENTRICITY 
Comp Pole-pair 
Number 
Frequency Displacements Wave 
Magnitude 
1    
2    
3    
4    
5 1 0  
6 1 0  
7    
8    
9    
10    
11    
12    
13    
14    
15 1   
16 1   
17    
18    
19    
20    
21    
22    
23    
24     
 
From (9) it can be realised that the most important vibration 
frequency components expected in the BDFM vibration 
spectrum are: 𝜔(, 𝜔! −𝜔" and 𝜔! −𝜔" ±𝜔(. It should be 
noted that the vibration component with frequency signature of 𝜔! −𝜔" rad/s is created due to both bending set-up in the back 
iron (as shown in (2)) and eccentricity (as shown in (9)). Hence, 
the two mechanisms superimpose but not necessarily with the 
same phase over the operating speed range. 
IV. FINITE ELEMENT ANALYSIS OF BDFM MAGNETIC FIELDS 
Table III gives details of the 250 kW BDFM used in this 
study. Both stator PW and CW are connected in delta. The rotor 
is a nested-loop design comprising six nests, each with five 
loops [21]. All rotor loops are terminated with a common end-
ring at one end only [22].  
TABLE III 
SPECIFICATIONS OF THE 250 KW D400 BDFM 
Frame size 400 
PW pole number 4 
PW rated voltage 690V at 50 Hz (delta) 
PW rated current 178 A (line) 
CW pole number 8 
CW rated voltage 620 V at 18 Hz (delta) 
CW rated current 73 A (line) 
Speed range 500 rpm ± 36% 
Rated torque 3670 Nm 
Rated power 250 kW at 680 rpm 
Air gap diameter 439 mm 
Back iron depth 54 mm 
Median diameter of stator back iron 636 mm 
Stack length 820 mm 
 
Finite element (FE) analysis has been widely used, for 
example in [23]-[26] to study UMP and its resulting vibration 
in electrical machines. Finite element analysis of the 250 kW 
BDFM was performed using the commercial software 
B1
B2
B1d s1 / 2
B1d s1 / 2
B2d s1 / 2
B2d s1 / 2
B1dd 1 / 2
B1dd 1 / 2
B2dd 1 / 2
B2dd 1 / 2
2 p1 2ω1 KvB1
2 / (2p1)
4
2 p2 2ω2 KvB2
2 / (2p2 )
4
p1 − p2 ω1 −ω2 Kv2B1B2 / ( p1 − p2 )
4
p1 + p2 ω1 +ω2 Kv2B1B2 / ( p1 + p2 )
4
Kv2ds1B1
2
Kv2ds1B2
2
2 p1 −1 2ω1 Kvds1B1
2 / (2p1 −1)
4
2 p1 +1 2ω1 Kvds1B1
2 / (2p1 +1)
4
2 p2 −1 2ω2 Kvds1B2
2 / (2p2 −1)
4
2 p2 +1 2ω2 Kvds1B2
2 / (2p2 +1)
4
p1 − p2 −1 ω1 −ω2 Kv2ds1B1B2 / ( p1 − p2 −1)
4
p1 − p2 +1 ω1 −ω2 Kv2ds1B1B2 / ( p1 − p2 +1)
4
p1 + p2 −1 ω1 +ω2 Kv2ds1B1B2 / ( p1 + p2 −1)
4
p1 + p2 +1 ω1 +ω2 Kv2ds1B1B2 / ( p1 + p2 +1)
4
ωr Kv2dd1B1
2
ωr Kv2dd1B2
2
2 p1 −1 2ω1 −ωr Kvdd1B1
2 / (2p1 −1)
4
2 p1 +1 2ω1 +ωr Kvdd1B1
2 / (2p1 +1)
4
2 p2 −1 2ω2 −ωr Kvdd1B2
2 / (2p2 −1)
4
2 p2 +1 2ω2 +ωr Kvdd1B2
2 / (2p2 +1)
4
p1 − p2 −1 ω1 −ω2 −ωr Kv2dd1B1B2 / ( p1 − p2 −1)
4
p1 − p2 +1 ω1 −ω2 +ωr Kv2dd1B1B2 / ( p1 − p2 +1)
4
p1 + p2 −1 ω1 +ω2 −ωr Kv2dd1B1B2 / ( p1 + p2 −1)
4
p1 + p2 +1 ω1 +ω2 +ωr Kv 2dd 1B1B2 / ( p1 + p2 +1)
4
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application EFFE [26]. The model was solved as a voltage-fed 
problem so that simulation results can be compared directly to 
experimental measurements. A 2-D analysis was performed by 
assuming that the machine is infinitely long in the direction 
parallel to the shaft to reduce the computational time. The end 
region leakage effects were computed using the method 
presented in [27] and incorporated into the analysis using 
lumped parameters. The modelling was performed using the 
time-stepping method for accurate analysis.  
In the synchronous mode of operation, the PW is connected 
directly to the grid and the CW is supplied with variable voltage 
at variable frequency from a converter. The implementation of 
BDFM synchronous operation in FE is particularly challenging 
because the CW excitation voltage required to set a specific 
load condition cannot be predetermined as the machine is not 
stable in open loop. Therefore, a closed-loop controller was 
implemented with details described in [28]. The PW and CW 
voltage sources used in simulations only included the 
fundamental frequencies and did not contain time harmonics. 
In order to validate the numerical computation of magnetic 
fields in FE models, the stator back iron and teeth flux densities 
obtained by FE analysis have been compared to the same 
parameters measured using flux search coils. The search coils 
were fitted into the BDFM as shown in Fig. 3 and the results 
are shown in Fig. 4. The close agreement validates the use of 
FE modelling in obtaining the air gap magnetic fields in the 
BDFM, which may be subsequently used for the analysis of 
stator back iron displacement. 
 
 
(a) 
 
(b) 
Fig. 3. Stator flux search coils fitted on to (a) stator tooth (b) stator back iron 
The 250 kW BDFM is modelled in the synchronous 
operating mode for the two cases of ideally constructed rotor as 
well as when the rotor has different degrees of static and 
dynamic eccentricity. The flux density in the air gap is then 
obtained by post processing of the FE models. The stator back 
iron displacement can be subsequently determined using the 
procedure described in Fig. 2. Different levels and types of rotor 
eccentricity are studied. The back iron displacement for an 
ideally-constructed rotor as well as when the rotor has static and 
dynamic eccentricity are shown in Figs. 5 and 6. 
 
(a) 
 
(b) 
Fig. 4. Measured and predicted flux density in (a) stator tooth (b) stator back 
iron 
From Figs. 5 and 6 the following can be concluded: 
• In both static and dynamic eccentricity cases, the back iron 
displacement is substantially larger than when the rotor is 
ideally constructed. 
• For the same levels of eccentricity, the severity of back iron 
displacement caused by rotor dynamic eccentricity is 
considerably higher than that of static eccentricity. 
• For the case of ideally constructed rotor, the back iron 
displacement (green lines in Figs. 5 and 6) have 4-pole (p1 
– p2 pole-pair) space distribution. This corresponds to the 
3rd component of displacement function with angular 
frequency of 𝜔! −𝜔", as predicted in Table II. It confirms 
the analysis of section III-A that the dominant component 
of back iron displacement for the ideally-constructed 
machine has 𝜔! −𝜔" angular frequency and p1 – p2 pole 
pair number. 
• The displacement for all other cases with static and 
dynamic eccentricity, have 2-pole (p1 – p2 +1 pole-pair) 
space distribution. This confirms the findings of section III-
B that in a BDFM with non-ideal rotor construction, the 
dominant displacement components have angular 
velocities of  𝜔(, 𝜔! −𝜔" and 𝜔! −𝜔" ±𝜔(, which 
correspond to the 11th, 12th, 21st and 22nd components 
predicted in Table II, all with pole pair number equal to |p1 
– p2 ±1|. 
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Fig. 5. Displacement in the stator back iron for ideally-constructed machine 
and different levels of static eccentricity. 
 
Fig. 6. Displacement in the stator back iron for ideally-constructed machine 
and different levels of dynamic eccentricity. 
V. EXPERIMENTAL ASSESSMENT OF VIBRATION IN THE 
BDFM 
A.  Vibration test set-up 
The 250 kW BDFM is shown in Fig. 7 on the experimental 
rig. The machine’s control system includes grid-side inverter 
(GSI) and machine-side inverter (MSI). The GSI was developed 
with an embedded control system to stabilize the DC-link and 
synchronize to the 690 V grid voltage. The MSI was developed 
to control the PW real and reactive power using a Speedgoat 
controller [7].  
A set of measurements was conducted on the machine to 
validate the vibration analysis carried out in the previous 
section. The machine was instrumented with a number of 
accelerometers positioned on the bedplate, frame and terminal 
box of the machine, as shown in Fig. 8, and was operated in the 
synchronous mode of operation at a speed range of 320-620 
rpm. Vibration was measured using Bruel & Kjaer 2260 
instruments from the drive end of the machine with the 
specifications shown in Table IV. The accelerometers’ signals 
were digitised using a data logger controlled by LabVIEW 
software. The fast Fourier transform of the signals were also 
computed using a built-in algorithm. The measured averaged 
root mean square (rms) vibration velocity over a range of 
operating speeds is shown in Fig. 9.  
 
 
Fig. 7.  250 kW BDFM and the load machine on test rig. 
As can be seen from Fig. 9, for the rotor speed between 540-
680 rpm, the rms values of vibration velocity remain within the 
range of 2.87-4.01 mm/s. This is close to the standard limit, 
based on the ISO 10816 standard for vibration assessment of a 
250 kW class M electrical machine. Nevertheless, for the 
operating speed range of 320-520 rpm, the measured vibration 
rms values are between 5.15 and 12.70 mm/s, which is above 
the tolerable limit. 
TABLE IV 
SPECIFICATIONS OF THE VIBRATION MEASUREMENT INSTRUMENTS 
Instrument model Bruel & Kjaer 2260 
Input type Vibration 
Full scale 117.6 m/s2 
Frequency span 312.5 Hz 
Centre frequency 157.47 Hz 
Frequency resolution 0.732 Hz 
High pass filter 0.1 Hz 
Sensitivity 845 μV/m/s2 
 
 
Fig. 8. Location of accelerometers on the BDFM test bed for vibration 
measurements. 
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Fig. 9. Vibration velocity over the BDFM operating speed range. 
B.  Measured vibration spectra 
The spectra of vibration amplitudes in dB have been 
obtained for the 250 kW BDFM at the operating conditions 
where the machine’s vibration velocity is at its highest level. 
Fig. 10 (a) shows the vibration spectrum at the rotor speed of 
440 rpm and the PW and CW supplied frequencies of 50 Hz and 
6 Hz, respectively. The supply voltages were set to give 
magnetic loadings of 0.32 and 0.38 T for the PW and CW, 
respectively, in order to achieve the nominal field strength in 
the machine air gap.  
Air gap non-uniformity was present in the prototype 250 kW 
BDFM, partly due to the rotor shape not being purely circular 
and partly due to the presence of rotor eccentricity. 
Experimental measurements showed that the rotor axis was off 
centre by approximately 15% of the air gap length. In addition, 
rotor whirling was observed when experimental tests were 
carried out at rated operating conditions, showing the presence 
of both static and dynamic eccentricities at normal operation.  
Figure 10 (a) shows three distinct peaks at 56, 48.7 and 63.3 
Hz frequencies. The 56 Hz vibration component is consistent 
with 𝜔! −𝜔" component predicted in section III-A as the main 
vibration component caused by the bending set-up in the back 
iron of the ideally constructed BDFM. It is also consistent with 𝜔! −𝜔" component predicted in section III-B as a result of 
rotor eccentricity. The other two frequencies, i.e. 48.7 Hz and 
63.3 Hz, however, are consistent with 𝜔! −𝜔" ±𝜔( vibration 
components created solely by the presence of rotor eccentricity. 
It is important to note that there is always a degree of rotor 
eccentricity present in a real machine due to manufacturing 
imperfection, which may cause significant vibration and noise 
issues in the BDFM as discussed in Section II.  
Fig. 10 (b) shows the vibration spectrum at the rotor speed 
of 320 rpm and the PW and CW supplied frequencies of 50 Hz 
and 18 Hz, respectively. The main peak vibration frequencies 
are 68, 63 and 73.3 Hz, which correspond to 𝜔! −𝜔" and 𝜔! −𝜔" ±𝜔(, similar to what was found at 440 rpm.  
The time and space harmonic contents in the BDFM torque, 
PW and CW currents, and active powers and their contribution 
in the machine vibration were studied in [29], [30]. Fig. 10 also 
demonstrates these harmonic-driven sources of vibration, 
which are denoted with different colours and numbers. Table V 
shows different vibration mechanisms and their associated 
numbers and colours. These additional vibration components 
generated from harmonic effects can exacerbate the vibration 
and noise levels and therefore, special design considerations 
such as rotor design optimisation and use of magnetic wedges 
in rotor slot openings need to be employed to reduce the 
harmonic effects. 
 
 
(a) 440 rpm rotor speed  
 
(b) 320 rpm rotor speed 
Fig. 10: Vibration amplitude spectrum at the machine’s drive end at 0 kW (no-
load), 100 kVAR, (a) 440 rpm, (b) 320 rpm. 
 
The vibration spectrum for a range of synchronous speeds 
was also obtained where the output active and reactive power 
were kept constant at 230 kW and 98 kVAR, respectively. For 
each speed, the three dominant frequencies with largest 
magnitudes were determined and are shown in Fig. 11. The 
solid, dashed and dotted lines in Fig. 11 correspond to  𝜔! −𝜔", 𝜔! −𝜔" +𝜔(, and 𝜔! −𝜔" −𝜔(, respectively. 
 
Fig. 11: Dominant frequencies in the vibration spectrum. For each speed the 
diamond, triangle and rectangle are the frequencies of largest, second largest 
and third largest components, respectively. The solid, dashed and dotted lines 
correspond to 𝜔! − 𝜔", 𝜔! − 𝜔" + 𝜔#, and 𝜔! − 𝜔" − 𝜔#, respectively. 
As can be seen, the largest displacement component at most 
speeds has the frequency of 𝜔! −𝜔", which corresponds to the 
source of vibration that includes the effects of both back iron 
bending set-up and rotor eccentricity. There are also reasonable 
correlations between the frequencies of second and third largest 
displacement components and the predicted rotor eccentricity 
vibration sources with  𝜔! −𝜔" +𝜔(, and 𝜔! −𝜔" −𝜔(, 
respectively. However, the variation in the frequency of second 
and third largest components seen in Fig. 11 suggests that other 
vibration mechanisms are taking part in the BDFM’s vibration 
and noise patterns. These frequencies correspond mostly to the 
vibration mechanisms noted in Table V. 
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TABLE V 
THE ASSOCIATED COLOUR TO EACH SOURCE OF VIBRATION FREQUENCY IN 
FIG. 10. 
No Vibration mechanism Associated colour in Fig. 10 
1 Bending set-up in the back iron and rotor eccentricity Black 
2 Rotor eccentricity Red 
3 Speed variation  Purple  
4 Load machine’s control drive  Orange  
5 Space harmonics Green 
6 PW and CW time harmonics Brown 
VI. CONCLUSIONS 
In this paper, various vibration mechanisms present in the 
BDFM’s main mode of operation, the synchronous mode, were 
studied. It was shown that one of the main sources of vibration 
is created by bending set-up in the back iron, which occurs in 
any BDFM irrespective of pole pair combinations, causing a 
stator back iron displacement. It was also shown analytically 
that the displacement component with an angular frequency and 
pole-pair number of 𝜔! −𝜔" and p1 – p2 (e.g. 4-pole 
displacement component for a 4/8 pole prototype BDFM) can 
become very large in BDFMs with a small difference between 
power and control winding pole pairs and hence is the dominant 
vibration component in an ideally-constructed BDFM.  
In addition, it was shown that the rotor eccentricity 
introduces additional components of back iron displacement 
and results in BDFM vibration with the dominant frequencies 
of 𝜔! −𝜔" and 𝜔! −𝜔" ±𝜔( and pole-pair number |p1 – p2 
±1| (e.g. 2-pole displacement component for a 4/8 pole BDFM). 
The analytical theory was validated through deriving the back 
iron displacement in a 250 kW BDFM from the air gap 
magnetic fields obtained from the finite element analysis. 
A set of vibration tests were carried out on the prototype 
BDFM in order to assess the machine’s vibration pattern. The 
experimental results confirmed the dominant vibration 
frequencies of 𝜔! −𝜔" and 𝜔! −𝜔" ±𝜔( as predicted 
analytically for an eccentric BDFM. A degree of air gap non-
uniformity was present in the prototype machine due to the 
uneven air gap length caused by manufacturing tolerance as 
well as rotor eccentricity. 
Therefore, it is essential to implement appropriate design 
considerations in order to mitigate the vibration and noise levels 
before a large-scale BDFM is constructed for wind turbine drive 
trains. These may include increasing the air gap length, 
introduction of damping in the rotor winding, introduction of 
damping in the stator winding with parallel paths, and isolation 
of the stator frame from the stator core. 
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